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Applying a decision-making framework for resolving conflicts
when selecting windows and blinds
Elaheh Jalilzadehazhari a, J. Johansson a and K. Mahapatra b

aDepartment of Forestry and Wood Technology, Linnaeus University, Växjö, Sweden; bDepartment of Built
Environment and Energy Technology, Linnaeus University, Växjö, Sweden

ABSTRACT
The selection of the most appropriate window and blind design is a
challenging task due to the existence of potential conflicts between
visual comfort, thermal comfort, energy consumption and life cycle cost.
Resolving these conflicts relies on a trade-off window and blind design.
This research applied a decision-making framework to select a trade-off
window and blind design for an office room in Sweden. The decision-
making framework was developed based on integrating the non-
dominated sorting genetic algorithm-II and the analytical hierarchy
process. The first step in the application of the framework was to
generate a model of the office room using EnergyPlus. Six types of
window and four types of blind; an internal venetian blind, an internal
roller curtain, an external venetian blind and an external overhang
panel, were modelled in EnergyPlus. The second step was to run an
optimisation using non-dominated sorting genetic algorithm-II. For this
purpose, various window and blind design variables were specified in
modeFRONTIER platform. The third and last step in the application of
the decision-making framework was to select a trade-off window and
blind design using analytical hierarchy process. The results show the
strength of the decision-making framework in selecting a trade-off
design, and thereby the ability to resolve conflicts through intelligent
use of simulation in analyzing big-data in built environment, energy and
cost sectors. Since, the computation and processing power for
performing simulations is constantly increasing, architects and designers
can exploit the decision-making framework and locate a trade-off design
in a relatively short period of time.
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Introduction

Total energy consumption for offices and educational buildings in Sweden was about 6.25 TWh in
2016, which translates to 32.5% of the total energy consumption for the non-residential building
sector for the same year (Swedish Energy Agancy, 2017). Windows are a crucial aspect in terms of
meeting the Energy Performance of Building Directive (EPBD) requirements concerning the reduction
of energy consumption and improvement of indoor comfort in buildings (Carlucci, Cattarin, Causone,
& Pagliano, 2015b; Tsikaloudaki, Laskos, Theodosiou, & Bikas, 2012).

However, selecting proper windows remains a challenging task due to three main difficulties.
The first relates to the contradictory effects of windows on energy consumption and indoor
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comfort. Windows are responsible for heat gain and heat loss through transmission, which adds
energy needed for space cooling and space heating during summer and winter respectively
(Avasoo, 2007). Furthermore, windows play a substantial role in providing daylight penetration
and improving visual comfort (Zemella, De March, Borrotti, & Poli, 2011), thereby enhancing occu-
pants’ productivity in office rooms and educational buildings (Boyce, Hunter, & Howlett, 2003;
Zemella et al., 2011). Improving visual comfort by increasing daylight penetration may promote
the installation of large windows (Mangkuto, Rohmah, & Asri, 2016). However, larger windows can
intensify glare problems due to the extensive amount of daylight that they allow into the building.
Larger windows may also cause overheating problems by increasing unwanted heat gain through
transmission. According to Rodriguez, Yamín Garretón, and Pattini (2016) and Zhang and Dear
(2017), controlling glare and overheating in office rooms and educational buildings can improve
occupants’ productivity by boosting their ability to perform cognitive interpretations. Architects
and designers may therefore choose to use blinds with the intention of managing glare and over-
heating. However, larger windows in combination with blinds can increase the life cycle cost (LCC)
by incurring additional investment, maintenance (Nikoofard, Ugursal, & Beausoleil-Morrison, 2014)
and consumption costs (O’Brien, Kapsis, & Athienitis, 2013).

The second difficulty relates to the availability of a variety of window and blind designs in different
sizes, positions and forms, making the selection of windows and blinds an intricate decision challenge
for architects and designers. In Sweden the variation in solar intensity and angle of the solar elevation
between summer and winter varyies to a great extent (Bülow-Hübe, 2007; Dubois, 2001), which com-
pounds the problem. The third difficulty involves decisions on the selection of windows and blinds,
that should include all criteria and their interactions simultaneously (Zemella et al., 2011). Accord-
ingly, decisions based on a single criterion are not recommended (Monghasemi, Nikoo, Fasaee, &
Adamowski, 2015; Zemella et al., 2011).

To resolve the abovementioned difficulties, architects and designers should be able to select a
design based on the trade-off between visual comfort, thermal comfort, energy consumption and
LCC (Jalilzadehazhari, Johansson, Johansson, & Mahapatra, 2018). Selecting a trade-off design
relies on the application of a decision making framework, which can be developed by integrating
an optimisation algorithm with a multi-criteria decision-making method (MCDM method) (Hadas &
Nahum, 2016). Jalilzadehazhari et al. (2018) introduced a theoretical decision-making framework,
which was developed based on integration between the non-dominated sorting genetic II algorithm
(NSGA-II) as an optimisation algorithm and the analytical hierarchy process (AHP) as a MCDMmethod.
The decision-making framework was intended for architects and designers who attempts to select a
trade-off window and blind design. One of the main limitations of the decision-making framework is
the feasibility of analysing subjective issues, such as quality of view through windows. This means
that the decision-making framework solely allows analysing the objective criteria of visual comfort,
thermal comfort, energy consumption and LCC.

No attempt has been previously made to exploit this framework in practice. Hence, this study
applies the decision-making framework to select a trade-off window and blind design for an office
room and thereby evaluates the strength of the framework in resolving the difficulties.

Method

The office room was situated on the top floor of an educational building, which was to be renovated
with new windows and blinds. The building was located in the climate zone III in Växjö, Sweden. The
National board of housing building and planning (2015) has classified Sweden into four climate zones
with different climate conditions. Climate zone I represents the northernmost and coldest zone, while
climate zone IV represents the southernmost and warmest zone in the Swedish classification. The
office room had windows on both the south and the west façades. Only the façades with
windows were external walls: the other walls and the floor were adiabatic. Figure 1 shows a
section and a plan layout of the office room.
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The thermal specifications of the office room comply with the national requirements at the time it
was constructed in 2001–2002 (Table 1). The airtightness was assumed to be 1.6 l/s.m2 at a pressure
of ±50 Pa, which is also in accordance with national requirements at the time (National board of
housing building and planning, 2002). The office room was connected to district cooling and
biomass-based district heating systems in order to provide the energy needed for space cooling
and space heating. Biomass-based district heating systems in Sweden have less environmental
impact than other energy supply systems, and are therefore the most commonly used systems in
this country (Gustafsson, Gustafsson, Myhren, Bales, & Holmberg, 2016). The district heating and
cooling systems, with distribution temperatures of 80°C and 14°C respectively, were assumed to
be ideal. Hence, the efficiency of all subsystems was equal to unit. The heat distribution system
was a water-based radiator system with a temperature setpoint of 60°C. Furthermore, the building
was equipped with a mechanical ventilation system comprising a mechanical supply and exhaust
fan, a water-cooling coil and a heat recovery system. The ventilation system operated for a period
of 11 h between 7am and 6pm on working days, with an air flow rate of ±0.035 l/m2. The
efficiency of the supply fan and heat recovery system was 70% and 75% respectively.

In accordance with Sweden’s national requirements, when the ventilation system was operational
the upper and lower temperature limits were set to 22°C and 18°C respectively (National board of
housing building and planning, 2015). An occupancy time of 10 h between 7.30am and 5.30pm
was also assumed on working days. The occupancy internal gain was set to 120 W per person,
which represents an activity level equivalent to seated and very light activity (ISO7730-Standard,

Figure 1. Section and plan layout of the office room.

Table 1. Thermal specifications for the office room.

Building envelope U-value

External walls 0.4 (W/m2. K)
Internal walls 0.6 (W/m2. K)
Windows 1.2 (W/m2. K)
Roof 0.16 (W/m2. K)
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2005). The occupancy density was assumed to be 0.09 person per m2. The thermal resistance of cloth-
ing is in accordance with ISO7730-Standard (2005) and was set to 0.5 (clo) in summer and 1 (clo) in
winter. Office equipment and the electrical lighting system were assumed to be energy-efficient
types, contributing a heat gain of 7 and 11.6 W/m2 respectively during occupancy time (Gustafsson
et al., 2017). The luminaire included two 35 W fluorescent lamps controlled by a simple on/off switch
at the bottom. The reflectance of interior surfaces, including walls, the ceiling and the floor, is com-
pliant with the Swedish standard (Månsson & Schönbeck, 2003) and was defined as 60%, 80% and
20% respectively.

Decision-making framework

Figure 2 shows the integration between NSGA-II and AHP in the decision-making framework for
selecting a trade-off window and blind design (Jalilzadehazhari et al., 2018). The framework com-
prises three main phases; pre-processing, optimisation and post-processing phases. The pre-proces-
sing phase is the first step in the application of the framework, which starts by generating an initial
model of a room or a building using EnergyPlus. EnergyPlus is a commonly used simulation tool,
which allows architects and designers to evaluate the performance of various window and blind
designs considering visual comfort, thermal comfort, energy consumption and LCC. Furthermore,
19 window and blind design variables are presented in the pre-processing phase. The optimisation
phase is the second step in the application of the decision-making framework; it concentrates on the
use of NSGA-II algorithm to perform an optimisation in modeFRONTIER. ModeFRONTIER as an inte-
gration platform can handle both continuous and district variables when running an optimisation.
The post-processing phase is the third step in exploiting the decision-making framework, which
refers to the application of AHP for selecting a trade-off window and blind design using
modeFRONTIER.

The application of the decision-making framework on the office room is thoroughly explained
below.

Pre-processing phase

An initial model of the office room was generated in EnergyPlus by specifying data regarding the
room’s geometry and location, thermal specifications, occupancy schedule, heating, cooling and ven-
tilation system. Later, six distinct window types based on combinations of different glass layers and
air gaps were modelled in EnergyPlus. Window types 1–5 were 3-pane windows with aluminium clad-
ding, while window type 6 was an electrochromic window. All windows had similar wooden frames.
Table 2 presents various properties of the windows considered in this study.

Furthermore, four distinct types of blinds were considered; an internal venetian blind, an internal
roller curtain, an external venetian blind and an external overhang panel. The abovementioned blinds
were selected as they are commonly used in office rooms in Sweden. Table 3 shows various proper-
ties of the blinds analysed in this study.

To perform visual comfort evaluations, two identical lighting zones were considered for the office
room (Figure 3). Two reference points, each positioned at the middle of the lighting zones, were also
defined. Reference point P1 was closer to the window on the south façade and shows the occupant’s
position in the office room, while reference point P2 was closer to the back of the room. It was
assumed that office tasks were performed with an illuminance threshold of 500 lx, in compliance
with SS-EN 12464-1:2011 (Swedish Standard Institute, 2011). An automatic control system based
on a maximum allowable daylight glare index of 22 was also defined for controlling the blinds
and tinting the electrochromic window (Lee & Tavil, 2007).

Visual comfort evaluations were performed by quantifying the amount of daylight, glare and uni-
formity in the office room. Daylight uniformity indicates daylight distribution in the office room at
0.8 m above floor level. Three evaluation metrics were calculated for this purpose, including (i) the
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number of hours when daylight illuminance exceeded 500 lx at P1 (H(ill.500)), (ii) the number of hours
when the daylight glare index exceeded 22 at P1 (H(DGI.22)) and daylight uniformity (U). EnergyPlus
(8.8.0) is incapable of calculating daylight uniformity, it was therefore calculated using equation 1
(Ochoa, Aries, van Loenen, & Hensen, 2012). According to Ochoa et al. (2012), a U equal to or less
than 3.5 is capable of providing a comfortable visual environment in an office room.

U = average yearly daylight illuminance at P1
average yearly daylight illuminance at P2

(1)

Figure 2. the decision-making framework (Jalilzadehazhari et al., 2018).
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Considering thermal comfort, the predicted mean vote (PMV) metric was obtained for the office room
using EnergyPlus. A PMV within the −0.5–+0.5 range represents a comfortable thermal environment
(Pourshaghaghy & Omidvari, 2012). Energy consumption evaluations included calculation of the total
energy consumption, which comprised the energy needed for space heating and cooling also the
electricity needed for the lighting and ventilation systems. With respect to LCC, present value – as
an evaluation metric –was determined using EnergyPlus. Present value not only considers the invest-
ment, consumption and maintenance cost, but also takes inflation and interest rates into account
(Karaguzel, Zhang, & Lam, 2003). The mathematical formula for calculating the present value is
shown in equations 2 and 3;

K(n) =
∑n
t=0

(Dt + Ut)∗ 1
(1+ r)t

+ I0 (2)

Dt = E∗a(1+ b)t (3)

where: Kn is present value during a lifespan of n years; Ut is the annual maintenance cost; Dt is the
annual energy consumption cost; r: interest rate; t: lifespan of n years; E is the annual energy con-
sumption (kWh/m2); a is the energy price per kWh/m2; b is the inflation in energy price (%); I0 is
the investment cost

EnergyPlus automatically estimates the total investment cost based on the unit price of the
windows and blinds, multiplied by the total window area. When calculating K(n), an interest rate of
3%, an inflation rate of 1% and a lifespan of 30 years were used. The energy price for heating and
cooling was 0.74 (SEK1/kWh), but 1.38 (SEK/kWh) for electricity, which corresponds to the price of
energy in Sweden in 2016 (Gustafsson et al., 2017). Table 4 shows the investment cost per unit for
the window types and blinds. It was assumed that windows and blinds require no maintenance in
their 30-year lifespans.

The EnergyPlus was later coupled to modeFRONTIER by writing a script file using a DOSBatch node
in modeFRONTIER. When the coupling process was successfully completed, the optimisation and
later post-processing phases were performed.

Table 2. Various properties of the windows

Window Properties

3-pane window type 1
(Elitfonster, 2016)

U-value = 1.2 (W/m2. K)
VT* = 72%
SHGC** = 50%

3-pane window Type 2
(Elitfonster, 2016)

U-value = 1.1 (W/m2. K)
VT* = 70%
SHGC** = 49%

3-pane window Type 3
(Elitfonster, 2016)

U-value = 1 (W/m2. K)
VT* = 66%
SHGC** = 48%

3-pane window Type 4
(Elitfonster, 2016)

U-value = 0.9 (W/m2. K)
VT* = 65%
SHGC** = 45%

3-pane window Type 5
(Elitfonster, 2016)

U-value = 0.8 (W/m2. K)
VT* = 63%
SHGC** = 43%

Electrochromic window type 6
(Sbar, Podbelski, Yang, & Pease, 2012)

U-value = 1.3 (W/m2. K)
VT* = 62% clear
SHGC** = 0.47% clear
VT* = 21% intermediate
SHGC** = 17% intermediate
VT* = 2% fully tinted
SHGC** = 9% fully tinted

*VT: visual transmittance.
**SHGC: Solar heat gain coefficient.
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Optimisation phase

The optimisation phase starts by specifying the window and blind designs variables. The window
design variables for this study were the window size, position and form, as well as the window
type. The window design variables were selected as they concurrently affect visual comfort,
thermal comfort, energy consumption and LCC (Acosta, Munoz, Campano, & Navarro, 2015; Atzeri,
Cappelletti, Gasparella, & Tzempelikos, 2013; Kämpf, Wetter, & Robinson, 2010; Lee & Tavil, 2007;
Mainini, Bonato, Poli, & Speroni, 2015; Singh, Lazarus, & Kishore, 2015; Suga, Kato, & Hiyama, 2010;
Wright, 2009; Zemella et al., 2011).

Table 3. The properties of the internal and external blinds.

Blinds Properties

Internal venetian blind (Elitfonster, 2016)
• Visible transmittance of louvres 0%
• Louvre thickness 0.001 (m)
• Louvre width 0.02 (m)
• Blind-to-glass distance 0.1 (m)

Internal roller curtain (Elitfonster, 2016)
• Visible transmittance* 0%
• Curtain conductivity 0.1
• Openness of the curtain 3%
• Blind-to-glass distance 0.1 (m)
* Fabric treated as an opaque material

External venetian blind (Warema, 2018)
• Visible transmittance of louvres 0%
• Louvre thickness 0.001 (m)
• Louvre width 0.080 (m)
• Blind-to-glass distance 0.1 (m)

External overhang panel (Warema, 2018)
• Visible transmittance* 0%
• Panel installation height above window 0.265 (m)
• Panel-to-glass distance in fully closed condition 0.090 (m)
• Left and right extensions from window 0.1 (m)

* Fabric treated as an opaque material
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The design variables for internal and external venetian blinds consisted of the slope angle (Chan &
Tzempelikos, 2015; González & Fiorito, 2015) and visible reflectance of louvres (Chan & Tzempelikos,
2015; González & Fiorito, 2015), while the design variable for the roller curtain only included the cur-
tain’s visible reflectance (Chan & Tzempelikos, 2015). A variation in the visible reflectance value rep-
resents a change in the colour of the louvres or the roller curtain. The design variables for the
overhang panel comprised of the panel tilt (Chua & Kiang, 2010) and its width as a fraction of the
window height (De Carli, 2009; Wetter & Wright, 2003). The abovementioned design variables
were determined using an input variable node in modeFRONTIER.

The second step in the optimisation phase was to codify the selected window and blind design
variables. Codification refers to the determination of upper and lower boundaries of design vari-
ables. The upper and lower boundaries of the window size, position and form were defined by
modifying the coordinate points of windows in relation to external wall coordinate points in mod-
eFRONTIER. The process of codifying the window size, position and form was explained using a 3D
layout of the office room, with windows on both the south and the west façade (Figure 4). The
window on the south façade was specified by coordinate points a, b, c and d, while the external
wall was indicated by coordinate points A, B, C and D. However, the window on the west façade
was determined by coordinate points e, f, g and h and installed in the west façade, with coordinate
points C, D, E and F.

Figure 3. The position of lighting zones and two reference points.

Table 4. Cost per unit for windows and blinds.

Design variables Investment cost (SEK/m2)

Windows
Type 1 (Elitfonster, 2016) 2870
Type 2 (Elitfonster, 2016) 3310
Type 3 (Elitfonster, 2016) 4000
Type 4 (Elitfonster, 2016) 4430
Type 5 (Elitfonster, 2016) 4770
Type 6 (SageGlass, 2018) 25000

Internal venetian blind (Elitfonster, 2016) 845
Internal roller curtain (Elitfonster, 2016) 1305
External venetian blind (Warema, 2018) 4500
External overhang panel (Warema, 2018) 11800

8 E. JALILZADEHAZHARI ET AL.



The codification of points a, b, c and d in relation to points A, B, C and D is presented in Table 6. The
settings presented provide two main benefits, as they allow the window size, position and form to be
changed simultaneously, while also allowing the window to remain rectangular. Furthermore, the
codification settings ensure a suitable view of the outside through the window. According to Alto-
monte (2009), a suitable view should include both the skyline and the foreground. The upper bound-
ary of Za and Zd was set to 0.5 m above floor level in order to provide the foreground view. In
addition, the lower boundary of Zb and Zc was set to 0.5 m from ceiling level, so ensuring a view
of the skyline. A similar process was used to define the upper and lower window size, position
and form boundaries on the west façade.

Table 6 also shows the specified upper and lower boundaries of the window type in modeFRON-
TIER. A one-unit increase in window types (in one-unit intervals) represents a distinct window as
defined in the pre-processing phase. The codification settings for design variables of internal and
external blinds, including their upper and lower boundaries, were also presented in Table 5. With
respect to the internal and external venetian blinds, a slope angle of 10° and 90° represents
closed and opened louvres respectively. This decision was made due to the large variation in
solar intensity and solar elevation height in Sweden and their effect on visual and thermal
comfort. Moreover, the highest visible reflectance of louvres in the internal and external venetian
blinds corresponds to white blinds, while the lowest visible reflectance corresponds to black
blinds. Comparably, the highest and lowest visible reflectance of the roller curtain corresponds
to a white and a black curtain respectively. The intermediate visible reflectance values indicate
different shades of grey.

An optimisation problem was developed by specifying optimisation objectives and constraints.
According to Carlucci et al. (2015b), optimisation objectives are the metrics used for evaluating
visual comfort, thermal comfort, energy consumption and LCC. The mathematical formulation of
the optimisation problem was shown in equation 4. The U ≤ 3.5 and PMV within the −0.5–+0.5
range were selected as optimisation constraints, ensuring the minimum required U and PMV in
the office room.

minimise F1(x) := [H(DGI.22), E(total), K(n)]
and

maximise F2(x) := [H(ill.500)]
Subject to:
U ≤ 3.5
−0.5 ≤ PMV ≤ 0.5

(4)

Figure 4. A 3D layout of an office room.
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where: H(ill.500) refers to the number of hours when daylight illuminance exceeded 500 lx at P1;
H(DGI.22) represents the number of hours when daylight glare index exceeded 22 at P1; E(total)
refers to the total energy need for space heating, cooling and electricity for lighting and artificial ven-
tilation; K(n) represents the present value of various window and blind designs; U ≤ 3.5 represents a
daylight uniformity equal to or less than 3.5, and; −0.5 ≤ PMV ≤ 0.5 refers to PMV within the −0.5–
+0.5 range.

The third step in the optimisation phase was to specify features such as the population size (Pt),
number of generations (Qt) and mutation and crossover probabilities. Specifying the abovemen-
tioned features is a challenging task as they depend on the complexity of the optimisation
problem. Earlier studies, which used algorithms to optimise building envelopes and systems con-
sidered a maximum population size of 1000 and a generation number of 2000, but the mutation
and crossover probabilities varied between 0 and 0.4 and between 0.5 and 1 respectively (Carlucci
et al., 2015b). The following settings were defined in this study for consistency with the abovemen-
tioned features: population size = 100, generation number = 200, mutation = 0.035 and crossover
probability = 0.9. The combination of 100 populations with 200 generations permitted execution
of 20,000 simulations in EnergyPlus. When NSGA-II was terminated, the results of 20,000 simulations
were presented in modeFRONTIER.

Post-processing phase

The post-processing phase involved applying the AHP to rank the optimisation results and later select
a trade-off window and blind design. A hierarchy model was developed, which comprised of the goal
of the AHP, the objectives of the AHP and their respective criteria (Figure 5).

The first step in the application of AHP was to perform pairwise comparisons between the objec-
tives of the AHP and between their respective criteria, thereby creating comparison matrixes. Numeri-
cal ratings in Table 6 were used for this purpose, presenting the relative importance of objectives of
the AHP and their respective criteria.

Matrix A shows the pairwise comparisons performed between objectives of AHP. A literature
study was conducted in order to specify the relative importance of visual comfort, thermal

Table 5. Codification settings.

Window and blind design variables Lower boundary Upper boundary Interval

Size, position and form of window on south façade
Xa = Xb XA − 0.5 (m) XA − 0.05 (m) 0.05 (m)
Xc = Xd XD + 0.05 (m) XD + 0.5 (m) 0.05 (m)
Za = Zd ZD + 0.05 (m) ZD + 0.5 (m) 0.05 (m)
Zb = Zc ZC − 0.5 (m) ZC − 0.05 (m) 0.05 (m)

Size, position and form of window on west façade
Ye = Yf YD + 0.05 (m) YD + 0.5 (m) 0.05 (m)
Yg = Yh YE − 0.5 (m) YE − 0.05 (m) 0.05 (m)
Ze = Zh ZD + 0.05 (m) ZD + 0.5 (m) 0.05 (m)
Zf = Zg ZC − 0.5 (m) ZC − 0.05 (m) 0.05 (m)

Window type 1 6 1
Internal venetian blind
Slope angle of louvres 10° 90° 10°
Visible reflectance of louvres 20% 80% 20%

Internal roller curtain
Visible reflectance of curtain 10% 70% 20%

External venetian blind
Slope angle of louvres 10° 90° 10°
Visible reflectance of louvres 20% 80% 20%

External overhang blind
Panel’s width as a fraction of the window height 0.5 1 0.1
Tilt of the panel 10° 90° 10°
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comfort, energy consumption and LCC. According to Kats, Alevantis, Mills, and Perlman (2003),
improving visual and thermal comfort can provide economic benefits that are approximately
seven times greater than decreasing energy consumption and life cycle cost throughout the lifetime
of a building. The relative importance of visual comfort and thermal comfort was also retrieved from
previous studies. Frontczak, Andersen, and Wargocki (2012) developed a multivariate linear
regression model in order to analyse the correlation between occupants’ satisfaction with the
overall indoor environment and their satisfaction with visual comfort, thermal comfort, acoustic
quality and air quality. Comparing coefficient values showed that improving visual comfort may
enhance occupants’ overall satisfaction with the indoor environment slightly more than improving
thermal comfort.

Later, the weights for the AHP objectives were then obtained by (i) calculating the sum of each
column in matrix A, (ii) dividing the pairwise comparisons in each column by the sum of the respect-
ive column calculated in the previous step to normalise matrix, and (iii) calculating the average of
each row in the normalised matrix.

Figure 5. The hierarchy model developed for the AHP.

Table 6. Pairwise numerical rating (Saaty, 2008).

AHP, relative
importance

Numerical
rating

Equal importance Two factors contribute equally to the objective 1
Slightly more
important

Experience and judgment slightly favour one over the other 3

More important Experience and judgment strongly favour one over the other 5
Much more important Experience and judgment very strongly favour one over the other. Importance is

demonstrated in practice
7

Definitely more
important

Evidence favouring one over the other is of the highest possible validity 9

Intermediate values When compromise is needed 2, 4, 6, 8
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A =

Visual Thermal Energy Life cycle
comfort comfort consumption cost Weight

Visual comfort 1 2 7 7
1/2 1 7 7
1/7 1/7 1 1
1/7 1/7 1 1

⎡
⎢⎢⎣

⎤
⎥⎥⎦

0.52
Thermal comfort 0.36
Energy consumption 0.06
Life cycle cost 0.06

The consistency ratio (CR) of matrix A was also quantified using equation 5. The CR evaluates
whether the pairwise comparisons applied in matrix A are consistent. The CR should be less than
0.08 when n = 3 or less than 0.1 when n > 3. (Ordouei, Elkamel, Dusseault, & Alhajri, 2015)

CR = lmax − n
(n− 1)× RI

where lmax is the maximum eigenvalue of a comparison matrix; n is the number of elements in the
developed matrices; RI is the random consistency index.

The average RI of sample size n = 10 is shown in Table 7 (Hotman, 2005).
The number of elements in matrix A is equal to 4 (n = 4), since four objectives were compared with

one another. The CR calculated for matrix A was around 0.033, which shows the consistency of
applied pairwise comparisons.

Applied pairwise comparisons between visual comfort criteria in matrix B were also specified by
conducting a literature study. The results presented by previous studies showed that the amount
of daylight (H(ill.500) in this study) is more important than glare (H(DGI.22) in this study) to a small
degree (Chung & Ng, 2016), while it is slightly more important than uniformity (U in this study)
(Chung & Ng, 2016). The CR calculated for matrix B was approximately 0.1, which means that
applied pairwise comparisons between visual comfort criteria were consistent.

B =

Hill.500 HDGI.22 U Weight
Hill.500 1 2 3

1/2 1 2
1/3 1/2 1

⎡
⎣

⎤
⎦

0.54
HDGI.22 0.3
U 0.16

No further comparison matrix was developed in respect of thermal comfort, energy consumption
and LCC, as PMV, E(total) and K(n) were the only evaluation metrics. The final weights of the criteria were
the product of the weight of the objectives and the weight of their respective criteria (Table 8). The
final weight of all criteria was then imported to modeFRONTIER to rank the optimisation results and
select a trade-off window and blind design.

Table 8. Final weight of the criteria.

Criteria Final weight

Hill.500 0.52 × 0.54 = 0.28
HDGI.22 0.52 × 0.3 = 0.156
U 0.52 × 0.16 = 0.08
PMV 0.36
Etotal 0.06
Kn 0.06

Table 7. Random consistency index (RI).

n 1 2 3 4 5 6 7 8 9 10
RI 0 0 0.58 0.9 1.12 1.24 1.32 1.41 1.45 1.49
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Results

The first part of the results describes the variation of the evaluation metrics among 20,000 window
and blind designs, while the second part presents a design based on trade-off between visual
comfort, thermal comfort, energy consumption and LCC.

Variation of the evaluation metrics

The variation in H(ill.500) was presented in Figure 6. Analysing the results shows that designs incorpor-
ating an electrochromic window on both façades provide a higher H(ill.500) than other window and
blind designs. The visible transmittance of the electrochromic window under clear and fully tinted
conditions was 66% and 2% respectively, while the visible transmittance of the internal venetian
blind, internal roller curtain and external venetian blind was 0%. Accordingly, the electrochromic
window still allowed daylight to penetrate the office room when it was fully tinted to control daylight
glare. However, other blinds intercepted the daylight penetration to a large degree when they were
fully closed to control daylight glare. Furthermore, the minimum H(ill.500) provided by designs incor-
porating a electrochromic window at tinted condition was greater than the minimum H(ill.500) pro-
vided by designs incorporating a fully closed overhang blind, although their performance was
relatively similar in respect of the maximum H(ill.500).

In addition, the lowest variation in H(ill.500) was attained in designs incorporating an electrochro-
mic window, while the highest variation occurred in designs incorporating a roller curtain. A large
variation indicates the sensitivity of H(ill.500), considering changes in the design variables of the
roller curtain.

With regard to H(DGI.22), daylight glare was eliminated successfully in the 100% of designs incor-
porating a roller curtain or an external venetian blind. The roller curtain with a visible transmittance of
0% prevented unwanted direct daylight penetration into the office room. The external venetian blind
also blocked daylight penetration before entering the office room. In contrast, the performance of
designs incorporating an overhang panel and designs incorporating an electrochromic window
were less successful at avoiding daylight glare as they permitted direct daylight to extensively pene-
trate the office room.

The lowest variation in H(DGI.22) was seen in designs incorporating a roller curtain or an external
venetian blind, while the highest variation was observed in designs incorporating an overhang

Figure 6. Amount of daylight and glare among window and blind designs.
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panel, thereby indicating the sensitivity of H(DGI.22) regarding changes in overhang panel design
variables.

The highest U was achieved by designs incorporating a roller curtain, while the lowest was
obtained by designs incorporating an overhang blind. However, the variation in U was relatively
similar in all window and blind designs (Figure 7). This is because the office room had two
windows on the south and west façades, allowing daylight to penetrate deeply into the office
room and resulting in an analogous daylight uniformity.

Considering thermal comfort, the PMV of the window and blind designs was demonstrated in
Figure 8. Analysing the results shows that designs incorporating an interior venetian blind performed
better in terms of improving thermal comfort, as 100% of the abovementioned designs provided a
PMV in the −0.5–+0.5 range. This is because designs incorporating an internal venetian blind scat-
tered penetrated direct solar radiation into the office room, thereby maintaining the operating temp-
erature within the comfort zone (18°C–22°C in this study). Hence the internal venetian blind is a

Figure 7. Uniformity among window and blind designs.

Figure 8. PMV among window and blind designs.
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beneficial option in Sweden due to the country’s cold climate. In addition, about 95% of designs
incorporating a roller curtain had a PMV in the −0.5–+0.5 range, while the PMV of the remaining
5% was greater than 0.5. The visible reflectance of the roller curtain in designs with a PMV greater
than 0.5 was 0.1, which indicates the deficient performance of the black roller curtain in improving
thermal comfort in cold climates similar to Sweden. This is because the black roller curtain extensively
absorbs penetrated solar radiation, while only slightly reflecting solar radiation into the office room.
Therefore, the operating temperature is outside the limits (18°C–22°C in this study) with the black
roller curtain. Furthermore, the analyses of results show that about 97% of the designs incorporating
an external venetian blind had a PMV in the −0.5–+0.5 range, while the PMV of the remaining 3% was
smaller than −0.5. This is because the abovementioned designs blocked direct solar radiation before
it penetrated the office room, thereby decreasing the heat gain through the windows. Accordingly,
the operating temperature in 3% of designs incorporating an external venetian blind was outside the
limits (18°C–22°C in this study). In addition, about 98% of the designs incorporating an overhang had
a PMV in the −0.5–+0.5 range, while the PMV of the remaining 2% was greater than 0.5.

The lowest improvements to thermal comfort was observed in designs, which incorporated an
electrochromic window, as neither of these designs provided a PMV in the −0.5–+0.5 range. This
is because the electrochromic window had a relatively great SHGC, which allowed for extensive
direct solar radiation to enter the office room, increasing the heat gain through the windows. Accord-
ingly, the operating temperature for designs incorporating an electrochromic window was outside
the limits (18°C–22°C in this study).

The smallest variation in PMV was seen in designs incorporating an external venetian blind, while
the highest variation occurred in designs incorporating a roller curtain. High variation indicates the
sensitivity of PMV considering changes of the roller curtain’s design variables.

Figure 9 shows the performance of various window and blind designs with regard to energy con-
sumption and LCC. Analysing the results shows that designs incorporating an external venetian blind
helped to reduce energy consumption. The abovementioned designs were mainly beneficial when
reducing the energy needed for space cooling, while slightly increasing the energy needed for
space heating. This is because designs incorporating an external venetian blind intercepted direct
solar radiation, thereby decreasing heat gain through the windows. In contrast, designs incorporating
an electrochromic window were responsible for high energy consumption. This is due to the high U-

Figure 9. Energy consumption and present value among window and blind designs.

ARCHITECTURAL ENGINEERING AND DESIGN MANAGEMENT 15



value of the electrochromic window in comparison with other windows, leading to increased heat
gain in summer and a greater demand for cooling. Furthermore, the electrochromic window with
a high U-value added to the heating demand in winter by increasing heat loss through transmission.

The lowest variation in E(total) was seen in designs incorporating an external venetian blind, while
the highest variation was observed in designs incorporating an electrochromic window. The high
level of variation shows the sensitivity of E(total), to changes in electrochromic window design
variables.

In terms of LCC, designs incorporating an internal venetian blind had the lowest K(n). The invest-
ment cost had a substantial influence on K(n). The investment cost for 1 m2 of internal venetian blind
with window type 5, which was the most expensive window, was about 92% of the investment
cost for designs incorporating a roller curtain and window type 5, 60% of the investment cost for
designs incorporating an external venetian blind and window type 5, 34% of the investment cost
for designs incorporating an overhang panel and window type 5, and 22% of the investment cost
for designs incorporating an electrochromic window.

The lowest variation in K(n) was seen in designs incorporating a roller curtain, while the highest
variation was seen in designs incorporating an electrochromic window. The high level of variation
shows the sensitivity of K(n) to changes in electrochromic window design variables.

Trade-off window and blind design

When using the AHP, only window and blind designs with a PMV in the −0.5–+0.5 range and with a
U ≤ 3.5 were considered. This decision was made to ensure that minimum requirements were met
with respect to visual and thermal comfort. Accordingly, the AHP was only applied to 98% of all
window and blind designs (19,548 of 20,000 designs), which met the visual comfort and thermal
comfort requirements: the remaining designs were excluded from the pairwise comparison pro-
cesses. The results show that a combination of an external venetian blind and window type 1 is
the best window and blind design based on the trade-off between visual comfort, thermal
comfort, energy consumption and LCC. Table 9 shows the coordination of the windows and also pre-
sents external blind specifications as installed in the trade-off design. The window on the south
façade had an area of 5.3 m2, corresponding to a window-to-wall ratio of 75%, while the window
on the west façade had an area of 7.8 m2, corresponding to window-to-wall ratio of 68%. Both
windows were rectangular in form and were almost positioned in the middle of the walls. The
slope angle of the louvres was 60°, while the visible reflectance of the louvres was 80%, representing
a white external venetian blind.

The trade-off design was selected due to its positive impact in terms of visual and thermal comfort,
two important objectives in matrix A. The H(ill.500) of the trade-off design was about 3168.5 h, greater
than in 46%of the designs. At this point, window type 1 –with great visible transmittance – contributed

Table 9. Window and external venetian blind specifications in a trade-off design.

Design variables

Window type 1
Window on south façade 33
Xa = Xb XA − 0.25
Xc = Xd XD + 0.40
Za = Zd ZD + 0.50
Zb = Zc ZC − 0.05

Window on west façade
Ye = Yf YD + 0.05
Yg = Yh YE − 0.10
Ze = Zh ZD + 0.50
Zf = Zg ZC − 0.05

Slope angle of louvres 60
Visible reflectance of louvres 80%
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to a highH(ill.500).Moreover, theH(DGI.22) of the trade-offdesignwas 0, thereby demonstrating its capa-
bilitywhen it comes to eliminating daylight glare. Furthermore, the trade-offdesign provided aUof 1.9.

In terms of thermal comfort, the PMV of the trade-off design was −0.4. In terms of energy con-
sumption and LCC, the Etotal and Kn of the trade-off design were 185.7 (kWh/m2) and 92,969 (SEK)
respectively. The Etotal of the trade-off design was smaller than in 44% of the designs, while its Kn
was smaller than in 66% of the designs.

Discussion

The application of the decision-making framework helped to deal with difficulties in the selection of
windows and blinds. The results obtained in this study differ from results presented by earlier studies
such as Manzan and Padovan (2015) and Ochoa et al. (2012). This is because this study applies NSGA-
II as an optimisation algorithm for analysis of the performance of multiple window and blind designs,
while also exploiting the AHP as a MCDM method to select a design based on the trade-off between
visual comfort, thermal comfort, energy consumption and life cycle cost. However, earlier studies
mainly used an algorithm to optimise a single window or blind to improve visual or thermal
comfort, energy consumption or life cycle cost. For example, Manzan and Padovan (2015) designed
two overhang panels with an additional internal venetian blind for an office room. The NSGA-II algor-
ithm was later used to optimise two overhang panels in terms of annual primary energy consumption
and the number of hours in which the internal venetian blind was deployed. The results presented
show that overhang panels help to reduce annual primary energy consumption and daylight glare.
However, the results in this study show that although an overhang panel is beneficial in terms of the
amount of light, its performance does not help to reduce daylight glare. Furthermore, installation of
an overhang panel contributes to a high present value due to the high cost of investment. Ochoa
et al. (2012) employed the NSGA-II algorithm to optimise window size in an office room, with
respect to visual comfort and annual energy consumption. The results presented indicate that an
approximate window-to-wall ratio for the south façade should be 60%, and between 50% and
60% for the west façade. However, the results in this study show that a window-to-wall ratio of
75% for the south façade and 68% for the west façade can be beneficial, improving visual and
thermal comfort while also reducing energy consumption and cost.

Conclusion

Application of the decision-making framework permitted analysis of the performance of 20,000
window and blind designs. The results show that a combination of an external venetian blind and
window type 1, with a U-value of 1.2 (W/m2. K), was the best window and blind design based on
the trade-off between visual comfort, thermal comfort, energy consumption and life cycle cost.

This research found the decision-making framework to be a useful way of resolving conflicts
through intelligent use of simulation in analyzing big-data in built environment, energy and
cost sectors. Nowadays, the computation and processing power for performing simulations and
optimizations is constantly increasing. Therefore, architects and designers can analyze a large
variant of designs in a relatively short period of time and locate a trade-off design through an
automated procedure. However, the decision-making framework allows solely analyzing objective
criteria of visual comfort, thermal comfort, energy consumption and life cycle cost. Considering
subjective issues relies therefore on architects’ and designers’ creativity, when designing
windows and blinds.

Future work will involve the application of the decision-making framework for analysis of multiple
window and blind designs along with various building envelopes, as well as heating, cooling and ven-
tilation systems. This could involve application by researchers while working with building designers
and/or application by designers as part of their design tasks, with monitoring and feeback to
researchers for further practical development of the framework.
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Note

1. SEK: Swedish kronor
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